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PB POWER, Inc.

A Parsons Brinckerhoff Company
303 Second St., Suite TOON

San Francisco, CA  94107-1317

The State of California or its officers or agents shall not be responsible for
the accuracy or complefeness of electronic copies of this plan sheet.
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SHEET NOTES:

CKT #2106 (LP-222)

CKT #2107 (LP-223)

REVISED BY
DATE REVISED

. SA PERSTRUCTUR RV
LIGHTING PANEL LP-222 (CKT #2106) LOCATION: B13r20py ay o e SERVICE
LOAD DESCRIPTION CB LTG LOAD DESCRIPTION
20 .
Spare 1A 2 : 432 Bike Path LTG (8)
3 5 4|9 || am Bike Path LTG (8)
5 ¢o6 007 | 3m Bike Path LTG (7)
20 .
7 A 8 1 378 Bike Path LTG (7)
9 B 10 2 1 Spare
11 ¢ 12|20 l
/ 1
TOTAL VA 1620 | TOTAL VA

DATE
0970
11701
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BL

LOAD SUMMARY

(INCLUDES .90 PF)

BALANCE  (kVA)

CALCULATED/
DESIGNED BY
CHECKED BY

LIGHTING (AT 100%): 1620

TOTAL kVA: 1.620

Phase A - 0.810
Phase B - 0,432
Phase C - 0.378

VOLTAGE: 208/120 V
PHASE /WIRES: 3-phase, 4-wire

D
MAIN
MOUN M- sctatenr 71

K.A.1.C.t 10

perstructure

CKT #2106-1(LP-222)
CKT #2107-1(LP-223)

SAS Su

-

15 kVA, 3-phase, 60 Hz,
480 V -208Y/120 V

Ty

The Contractor shall extend and coi
5.0 meters of cable in manhole 25
All cables shall be tagged with

/N circuit numbers as shawn,
<:> See Shts E-72 & E-73 for Equipment Sched.
NOTES:

1. The Contractor shall provide nameplates
and circuit schedules as shown,

2( Panelboard enclosure size ka
for 24, 1-P, branch circuit breakers.

3. References:
- For LVCC-B single line diagram,
see sheets E-32 thru E-34.
- For circuit and conduit/cable
tray schedules, see sheets starting at

- For pGH box schedule, see
sheet E-169.

LIGHTING PANEL LP-223

(CKT #2107)

SAS SUPERSTRUCTURE SERVICE

LOCATION: p| ATFORM #8

REQUEST FOR [NFORMATION NOT ADDRESSED IN THIS CCO REMAIN [N FORCE

DESIGN OVERSIGHT
BEHZAD GOLEMOHAMMAD [

Gl E#G Bare

#2106-3(LP-222)

#2107-3(LP-223)

Lighting Panel LP-222

A 12/22/08| SERVICE PLATFORM ELECTRICAL CHANGES| RR ,Bﬁ 55
MARK | DATE DESCRIPTIONS BY |CH'D|CCO#
REVISIONS

CONTRACT CHANGE ORDER NO.

SHEET OF
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11465

Lighting Panel LP-223

See Schedule

See Schedule

LOAD DESCRIPTION CB | LTG LOAD DESCRIPTION
20 .
Spare 1 A 2 ] 432 Bike Path LTG (8)
20 .
3 B8 4 ] 432 Bike Path LTG (8)
20 Bike Path LTG (7)
5 € ¢ 1 460 Belvedere (2)
20 Bike Path LTG (7)
7 A8 1| 460 Belvedere (2)
Spare
9 B 10 20 1
Y 11 ¢ 12]20 ] +
TOTAL VA 1,784 | TOTAL VA

DEPARTMENT OF TRANSPORTATION

LOAD SUMMARY

(INCLUDES .90 PF) (VA)

LIGHTING (AT 100%): 1,784

TOTAL kVA: 1.784

DADROROIOI)

BALANCE _ (KVA)

Phase A - 0.892
Phase B - 0.432
Phase C - 0.460

VOLTAGE: 2087120 V
PHASE /WIRES: 3-phase, 4-wire

KA I.Cot 10

STATE OF CALIFORNIA

& brans

SAS SUPERSTRUCTURE ROADWAY EASTBOUND
PANEL LP-222 AND LP-223 SCHEDULES

Connect to \
Grounding
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